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City of Ridgeland Well Inventory
Location  Year 

Constructed 
Source 
Aquifer 

Capacity
(gpm) 

Screen
Depth 
(ft.) 

Casing
Diameter 

(in.) 

Static
Water 
Level 

Drawdown 
(ft.) 

Pumping
Water 
Level 

Pump
Setting
Depth 

Specific
Capacity 
(gpm/ft.) 

Peach 
Orchard 

1973  Sparta  630 1,113 16 388 
(2011) 

35 (2011)  423 (2011) 480 18.0

Charity 
Church 

1973  Cockfield  750 720 16 240 
(2011) 

32 (2011)  272 (2011) 330 23.4

Lake 
Harbour 

1983  Cockfield  665 587 16 228 
(2006) 

30 (2011)  258 (2006) 330 22.2

School 
Street 

1986  Sparta  662 1,153 16 350 
(2006) 

30 (2011)  380 (2006) 430 22.1

Hardy Road  1993  Sparta  1,300 1,335 18 459 
(2006)

19 (2002)  478 (2006) 520 68.4

Old Canton 
Road 

1999  Cockfield  1,350 710 16 250 
(2005) 

40 (2007)  290 (2005) 360 33.7

Western  2010  Sparta  1,600 1,230 16 426 
(2010)

61 (2010)  487 (2010) 530 26.2

Samuels 
Lane 

1994  Cockfield  89 695 8 297 
(2011) 

16 (2011)  313 (2011) n/a 5.6

Total Supply Capacity  7,046  

City of Ridgeland Tank Inventory
 

Location  Year 
Constructed 

Capacity
(gals.) 

Ground
Elevation 

(ft.) 

Bottom 
Capacity 
Elevation 

(ft.) 

Head 
Range 
(ft.) 

Bowl
Diameter 

(ft.) 

Overflow 
Elevation 

(ft.) 

Natchez Trace  1973  300,000 385.0 485.0 22.5 46.0 507.5
North Park  1983  500,000 355.0 476.0 31.5 56.0 507.5
Hardy Road  1992  1,000,000 476.0 476.0 30.5 75.0 507.5
Old Canton Road  1993  1,000,000 353.0 467.5 40.0 74.0 507.5
Western  2010  500,000 444.0 561.5 37.5 55.5 599.0
Total Storage Capacity  3,300,000



 

 
Ridgeland Water Facility Plan    | 5 

As noted by MSDH calculations the City system is operating at over 91% of design capacity. As 
such, all of the City’s over 8,000 connections are experiencing this deficiency.  In addition, the 
LRWA  system  has  an  inadequate  redundant water  supply.  The Western Well  is  the  primary 
source  with  only  the  Samuels  Lane  Well  (89  gpm)  as  an  additional  supply  source.  The 
approximately  420  connections  (LRWA+  existing  City  connections)  on  the  higher  hydraulic 
gradeline are experiencing  this deficiency. A detailed breakdown of  residential,  commercial, 
and  public  building  demand  can  be  found  in  the  Appendix.  Exhibits  3.3  show  the  water 
certificates in the area and Exhibit 3.4 shows the water storage tanks and zones they serve. 

In  order  to  compare  the  current  flow  demand  to  the  original  hydraulic  design  capacity,  the 
most  recent  tests were  compared  to  the original design  capacity of  the wells.    The City has 
undertaken a successful rehabilitation and maintenance program over the  lifespan of  its wells 
as shown by the following results.  

Well  Original Design 
Capacity 

Current Capacity 

Peach Orchard  495 gpm  630 gpm 
Charity Church  700 gpm 750 gpm 
Lake Harbour  700 gpm 665 gpm 
School Street  950 gpm 662 gpm 
Hardy Road  1600 gpm 1300 gpm 
Old Canton Road  1300 gpm 1350 gpm 
Western  1600 gpm 1600 gpm 
Samuels Lane  150 gpm 89 gpm 
Total  7495 gpm 7046 gpm 

 

Current system pressures maintained in the distribution system are shown on Exhibit 3.3.  The 
City does not operate any treatment facilities beyond chlorination and fluoridation.  The system 
has no Major Users (MU). At this time, the City can provide service to the entire planning area, 
provided recommended improvements are implemented. 

The City’s most recent water loss reports can be found in the Appendix.  Throughout this year 
the City has undertaken a program to calibrate and rebuild well flow meters to increase the 
accuracy of this reporting.  The year to date loss is 12%. 
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Environmental Impact  No Action Alternative  Construct Proposed  LRWA and 
Ridgeland  Water  System 
Improvements 

Surface/Groundwaters  Can  eventually  lead 
to more  on‐site  well 
systems  to  serve 
individual homes 

No  impact  on  surface  water. 
Adequate  groundwater  for 
these purposes – See Page 4‐1 
in Appendix A 

Archeological/Historical/Cultural 
Resources 

No Impact  No Impact 

Vegetative/Wildlife  No Impact  No  post‐construction  impact 
and  all  reasonable  efforts will 
be  made  during  construction 
to prevent disturbance. 

Wetlands/Navigable Waterways  No Impact  No  post‐construction  impact 
and  all  reasonable  efforts will 
be  made  during  construction 
to prevent disturbance. 

Floodplains  No Impact  No  post‐construction  impact 
and  all  reasonable  efforts will 
be  made  during  construction 
to prevent disturbance. 

Coastal Zones  Not Applicable  Not Applicable 
Wild/Scenic Rivers  Not Applicable  Not Applicable 
Air Quality  No Impact  No Impact 
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COMMERCIAL/INDUSTRIAL/MAJOR USERS 

As previously stated, the system has no “Major Users”. 

DESIGN DEMAND 

As there are no “Major Users”, the design demand will be based solely on the residential demands. 

  	

Current Population 24,047
MDOH Equivalent Connections 13,056
Current Peak Monthly Flow, gal 180,184,000
Current Peak Daily Demand, gal 6,006,133
Current Average Monthly Flow, gal 120,050,608
Current Average Daily Demand, gal 4,001,687
Current Peak Daily Demand, gal/connection/day 460
Current Average Daily Demand, gal/connection/day 307
2035 Population 30,000                
MDOH Equivalent Connections 16,288
2035 Peak Monthly Flow, gal 224,788,373
2035 Peak Daily Demand, gal 7,492,946
2035 Average Monthly Flow, gal 149,769,019
2035 Average Daily Demand, gal 4,992,301          

Demand Calculation
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6. 	Development	of	Alternatives	
CONSOLIDATION 

he City has already consolidated  its system with the Livingston Road Water Association 
system.   By purchasing  this system and providing needed upgrades,  the system  is now 
capable  of  providing  a much  higher  quality  of  service  to  the  former  Livingston  Road 

customers and existing City customers  located  in the higher ground elevation area.   There are 
no other systems  in the area where consolidation will be a practical alternative to completing 
system improvements.  

SUPPLY 

The City  system  is  currently  composed of  entirely  groundwater  supply wells.  It will be  cost‐
prohibitive  to move  entirely  to  a  surface water  supply  system. Due  to  the  existing  chemical 
imbalances, it is not recommended to mix the two water supplies.  The City should continue to 
invest  in groundwater supply wells as  its primary water source.   As with all systems  that use 
groundwater as their primary source, aquifer drawdown  is a concern. USGS records regarding 
aquifer drawdown in the metropolitan area are included in the Appendix along with Ridgeland 
well  specific  static water  level data. The City will continue  to monitor  these  levels and make 
appropriate adjustments as needed.  

Evaluation  of  the  City’s  supply  infrastructure  is  necessary  to  determine  if  there  are  existing 
deficiencies within the City’s available supply  infrastructure.   Despite the success of the City’s 
maintenance program for wells, the City’s existing wells are not capable of meeting the current 
or  future  needs  of  the  City  within MSDH  recommendations.  The  evaluation  of  the  supply 
infrastructure determined that the City’s wells are not capable of meeting firm supply capacity 
(total supply capacity when the largest well is not in service) or gross supply capacity (all wells 
running) within MSDH recommended well runtimes.   The details of the supply evaluation are 
shown below.  
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is the Hardy Road well where the City plans to install High‐Service pumps in order to more fully 
utilize this well. Additionally, the City has recently replaced the  flow meter at the Old Canton 
Road Well.  Based on the type of meter, it is likely that the reported flows are less than actual 
pumped flows because of the degrading meter.  

 

When evaluating  the system’s ability  to meet  future demands,  this deficiency becomes more 
pronounced  as  shown  in  the  following  tables.    The  current  system  is unable  to meet  future 
maximum day demands if operating 24 Hours/day.    

 

 

 

 

Meter Reading 
Date

School 
Street

Peach 
Orchard

Lake 
Harbour

Charity 
Church

Old 
Canton

Hardy 
Road

Western
Samuels 
Lane

Monthly 
Total

10/17/2011 9,113 22,605 22,741 6,604 11,187 16,246 27,789 35 116,320

11/16/2011 1,279 23,452 23,683 5,280 9,624 14,838 28,365 59 106,580

12/15/2011 4,913 19,614 20,382 2,336 4,228 9,587 26,222 0 87282

1/17/2012 5,708 18,292 20,086 24,029 7,108 8,903 32,774 0 116,900

2/15/2012 3,966 20,010 9,534 9,691 13,473 3,909 32,986 0 93,569

3/15/2012 7,662 9,841 10,504 11,660 11,415 6,172 32,038 0 89,292

4/16/2012 15,829 11,452 12,769 8,913 15489 6,253 35,525 0 106,230

5/15/2012 18,209 12,889 11,675 13,187 17374 10,105 32,429 0 115,868

6/18/2012 27,274 19,385 21,292 13,077 21,388 10,016 39,766 0 152,198

7/16/2012 19,749 14,284 15,268 16,580 28,620 19,389 35,038 0 148,928

8/15/2012 21,375 17,534 17,223 18,948 33,248 497 36,765 0 145,590

9/17/2012 21,186 17,244 15,080 17,675 32,156 0 34,840 0 138,181

 Annual  Well  Total   156,263 206,602 200,237 147,980 205,310 105,915 394,537 94 1,416,938
Average Run Time 
(hrs/day) 10.8 15.0 13.7 9.0 6.9 3.7 11.3 0.0
 Well  Capacity, gpm  662 630 665 750 1,350 1,300 1,600 89 7,046

Annual  Well  Total  
Using Recommended 
Runtimes

(7 days/wk, 12 
hrs/d) 

Monthly Water Pumped in (1,000 gal.)

173,497 165,110 174,283 196,560 353,808 340,704 419,328 23,325 1,846,616
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To correct the deficiencies shown, the City intends to construct two additional elevated storage 
tanks, each with a capacity of 1,000,000.  In addition, a third elevated storage tank will be 
constructed on the former LRWA system to provide a redundant storage structure.  There are 
no feasible alternatives other than construction of new storage tanks to provide the needed 
capacity.  

DISTRIBUTION 

Evaluation of  the existing distribution system,  including a hydraulic model, was performed  to 
determine  the  needed  improvements  throughout  the  system.   Details  of  this model  can  be 
found  in  the Appendix.  In order  to meet demands  throughout  the  entire  system, numerous 
distribution system upgrades are  recommended. Due  to  increased demands, some mains are 
recommended  to  be  increased  in  size.    In  other  cases,  new  “loops”  are  recommended  to 
improve  the  hydraulic  connectivity  of  the  system.  In  addition,  these  “loops”  reduce  the 
potential of forming DBP’s by providing better water circulation, or reducing the “travel time” 
of the water between source and user.  These loops will allow the system to better serve both 
existing  and  future  demands.  Details  of  the  proposed  improvements  are  included  in  the 
“Selected Plan” Section.  Without these distribution improvements, the City will not be able to 
provide  the  same  quality  of water  service  to  its  customers  throughout  the  planning  period.  
Many  of  these  improvements were  originally  identified  in  the  Comprehensive Water  System 

Tank Location Capacity, gal
Natchez Trace 300,000
North Park 500,000
Hardy Road 1,000,000
Old Canton Road 1,000,000
Western 500,000
Total Storage Capacity 3,300,000
Current Average Daily Demand, gals 4,001,687
Capacity as % of  Current Average Day Demand 82%
Recommended Storage Amount (50% of Average Day) 2,000,843
"Encouraged" Storage Amount (100% of Average Day) 4,001,687
Current Storage Deficiency (Less than "Encouraged" Amount) 701,687
2035 Average Daily Demand, gals 5,160,370
Capacity as % of  Current Average Day Demand 64%
Recommended Storage Amount (50% of Average Day) 2,580,185
"Encouraged" Storage Amount (100% of Average Day) 5,160,370
2035 Storage Deficiency (Less than "Encouraged" Amount) 1,860,370

City of Ridgeland Supply Evaluation
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Plan previously mentioned. There are no  feasible alternatives other  than  construction of  the 
distribution improvements.   	
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7. 	Selected	Plan	
hase One of the selected plan includes the following improvements, which are shown 
on Exhibit 7.1: Detailed Opinions of Probable Cost can be found in the Appendix.  

 

• Samuels Lane Water Supply Well Rehabilitation‐ The Samuels Lane Water Supply 
Well Rehabilitation will increase the capacity of this well from 89 gpm to 750 gpm.  
This will provide a much needed back‐up water supply source on the Western 
system, which currently has only one water supply well.  As previously stated, due to 
the increased hydraulic gradeline of this system, the other existing City wells are not 
capable of serving this system.  $0.7 Million 

 
• West County Line Road Water Main Connection  ‐ The Western County Line Road 

Water  Main  Connection  will  provide  approximately  6,400  linear  feet  of  12‐inch 
water  line  along West  County  Line  Road  for  connecting  the  recently  constructed 
Western water system on Livingston Road to the City’s existing 12‐inch water line on 
Echelon Parkway.   With this project, the City will eliminate the need for  installing a 
well  to  serve  the  West  County  Line  Road  area  by  connecting  to  the  newly 
constructed water system.  This project also provides the ability to serve residences 
and businesses on the North side of County Line Road which is currently an unserved 
area.   $0.98 Million 

 
• Midway Road Water  Supply Well  ‐  The Midway Road Water  Supply Well will  be 

located within the original City system and  is needed to meet the demands of this 
area.  This well is essential to mitigate the firm and gross supply capacity deficits the 
City is currently operating under. The Midway Well project will include installation of 
a 1,500 gpm water well on Midway Avenue and approximately 3,500  linear feet of 
16‐inch water line to connect this well to an existing 16‐inch water line along School 
Street.  $2.1 Million 

 
• Olde  Towne  Water  Main  Improvements  –  The  Olde  Towne  Water  Main 

Improvement  project will  rehabilitate  and/or  replace  11,000  LF  of  existing water 
lines in the oldest part of Ridgeland known as Olde Towne.  The original well which 
supplied water to the City was installed in 1965 and was located at the old concrete 
plant near  the  intersection of Moon Street and Madison Drive.   The City’s original 
water tank was located on Madison Drive near the Natchez Trace right‐of‐way.  The 
water  lines  from  the  original well  and  tank  on Madison  Drive  to  the Olde  Town 
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WAGGONER ENGINEERING
PRELIMINARY OPINION OF PROBABLE COST

CITY OF RIDGELAND, MISSISSIPPI
WATER FACILITIES PLAN
WEI No. W011072.000
MAY 2013

WEST COUNTY LINE ROAD 12" WATER LINE IMPROVEMENTS
ITEM  UNIT TOTAL 
NO DESCRIPTION UNIT QUANTITY COST COST

CONSTRUCTION
1 Mobilization LS 1                          80,000                 80,000                        
2 Maintenance of Traffic LS 1                          20,000                 20,000                        
3 Erosion Control  (Temporary Silt Fence and Erosion 

Checks)
LS                             1                    80,000 

80,000                        
4 Seeding, Sodding, Fertilizing, and Mulching AC 3                          1,500                    4,500                          
5 Clearing and Grubbing AC 3                          5,000                    15,000                        
6 Select Bedding CY 1,000                   20                         20,000                        
7 Select Backfill CY 1,000                   12                         12,000                        
8 12" C900 PVC Water Main LF 6,400                   24                         153,600                      
9 6" C900 PVC Fire Hydrant Legs LF 400                      15                         6,000                          
10 24" Steel Casing , Bored LF 100                      160                       16,000                        
11 12" Water Main Stream Crossing LF 150                      215                       32,250                        
12 12" Water Main Unencased Bore LF 100                      85                         8,500                          
13 3/4" Service Line Unencased Bore LF 50                        14                         700                             
14 12" Gate Valve and Box EA 4                          1,800                    7,200                          
15 Connection to Existing Water Main EA 2                          1,500                    3,000                          
16 3‐Way Fire Hydrant Assembly w/ 6" Valve, 

3'‐0" Bury
EA                           13                      2,500                           32,500 

17 3/4" HDPE Service Line LF 100                      6                           600                             
18 3/4" Service Assembly Reconnection EA 5                          400                       2,000                          
19 Ductile Iron Fittings LB 5,000                   5                           25,000                        
20 Gate Valve Actuator Assembly w/ Electrical Controls 

and Power Supply
EA                             1                    40,000                           40,000 

Subtotal 558,850                     
Contingencies @ 15% 91,150                        
Subtotal Opinion of Probable Construction Cost $650,000

DEVELOPMENT
Facilities Planning and Design 59,000                        
Design Survey 25,600                        
ROW and Easement Documents 39,000                        
Property Acquisition 150,000                      
Construction Phase Services 55,000                        
Subtotal Opinion of Probable Development Cost 328,600                     

TOTAL OPINION OF PROBABLE PROJECT COST $978,600

T:\Ridgeland\W11-072 WWW Facilities Plans\1 - Project Management\C - OPC's\RIDGELAND WATER OPC.xlsx 7/26/2013



WAGGONER ENGINEERING
PRELIMINARY OPINION OF PROBABLE COST

CITY OF RIDGELAND, MISSISSIPPI
WATER FACILITIES PLAN
WEI No. W011072.000
MAY 2013

SAMUELS LANE WATER WELL
ITEM  UNIT TOTAL 
NO DESCRIPTION UNIT QUANTITY COST COST

CONSTRUCTION
1 Mobilization LS 1                          20,000                 20,000                        
2 Removal of Existing Structures and Yard Piping LS 1                          5,000                    5,000                          
3 Capping and Abandoning Water Well EA 1                          2,000                    2,000                          
4 Erosion Control LS 1                          2,500                    2,500                          
5 Test Well, 1,400‐feet deep, Complete with Water 

Sampling and Testing
LS                             1                    10,000                           10,000 

6 750 GPM Potable Water Supply Well, 1,400 ft deep 
complete with TV Inspection Discharge piping and 
Accessories

LS                             1                  475,000                         475,000 

7 Relocation of Chemical Feed Equipment, Including 
fiberglass building and new concrete slab

LS                             1                      5,000                              5,000 

8 Relocation of electrical and SCADA control System, 
Including fiberglass building and new concrete slab

LS                             1                    10,000                           10,000 

9 relocation of emergency generator, Including new 
concrete slab

LS                             1                      5,000                              5,000 

Subtotal 534,500                     
Contingencies @ 15% 80,500                        
Subtotal Opinion of Probable Construction Cost $615,000

DEVELOPMENT
Facilities Planning and Design 48,000                        
Construction Phase Services 42,000                        
Subtotal Opinion of Probable Development Cost $90,000

TOTAL OPINION OF PROBABLE PROJECT COST $705,000

T:\Ridgeland\W11-072 WWW Facilities Plans\1 - Project Management\C - OPC's\RIDGELAND WATER OPC.xlsx 7/26/2013



WAGGONER ENGINEERING
PRELIMINARY OPINION OF PROBABLE COST

CITY OF RIDGELAND, MISSISSIPPI
WATER FACILITIES PLAN
WEI No. W011072.000
MAY 2013

MIDWAY ROAD WATER WELL
ITEM  UNIT TOTAL 
NO DESCRIPTION UNIT QUANTITY COST COST

CONSTRUCTION
1 Mobilization LS 1                          65,000                 65,000                        
2 Clearing and Grubbing LS 1                          5,000                    5,000                          
3 Borrow Excavation CY 500                      20                         10,000                        
4 Crushed Limestone CY 200                      35                         7,000                          
5 Chain Link Fence LF 75                        25                         1,875                          
6 Ornamental Fence and Gate LS 1                          3,000                    3,000                          
7 18" Reinforced Concrete Culvert LF 25                        50                         1,250                          
8 18" Flared End Sections EA 2                          700                       1,400                          
9 Test Well, 1,400‐feet deep, Complete with Water 

Sampling and Testing
LS                             1                    20,000 

20,000                        
10 1,500 GPM Potable Water Supply Well, 1,200 ft deep 

complete with TV Inspection Discharge piping and 
Accessories

LS                             1                  900,000                         900,000 

11 Water Sampling and Testing LS                            1                     5,000  5,000                          
12 Well Building and Chemical Feed Equipment LS                            1                 100,000  100,000                      
13 Electrical and Controls LS                            1                 100,000  100,000                      
14 16" C900 PVC Water Main LF                    3,540                           60  212,400                      
15 16" Gate Valve and Box EA                            2                     3,500  7,000                          
16 HDPE Directional Bore Under Creek LF                        160                         150  24,000                        
17 Connection to Existing System EA                            1                     2,500  2,500                          
18 Fire hydrants EA                            8                     2,500                           20,000 
19 SCADA System LS                            1                   20,000                           20,000 
20 Emergency Generator LS                            1                   70,000                           70,000 

Subtotal 1,575,425                 
Contingencies @ 15% 236,575                      
Subtotal Opinion of Probable Construction Cost $1,812,000

DEVELOPMENT
Facilities Planning and Design 120,000                      
Design Survey 25,000                        
ROW and Easement Documents 9,000                          
Property Acquisition 49,000.00                  
Construction Phase Services 90,000                        
Subtotal Opinion of Probable Development Cost 293,000                     

TOTAL OPINION OF PROBABLE PROJECT COST $2,105,000
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WAGGONER ENGINEERING
PRELIMINARY OPINION OF PROBABLE COST

CITY OF RIDGELAND, MISSISSIPPI
WATER FACILITIES PLAN
WEI No. W011072.000
MAY 2013

HIGHLAND COLONY BOULEVARD WATER WELL
ITEM  UNIT TOTAL 
NO DESCRIPTION UNIT QUANTITY COST COST

CONSTRUCTION
1 Mobilization LS 1                          40,000                 40,000                        
2 Erosion Control LS 1                          5,000                    5,000                          
3 Test Well, 1,400‐feet deep, Complete with Water 

Sampling and Testing
LS                             1                    20,000                           20,000 

4 1,500 GPM Potable Water Supply Well, 1,200 ft deep 
complete with TV Inspection Discharge piping and 
Accessories

LS                             1                  900,000                         900,000 

5 Chemical Feed Equipment and Building LS                            1                   85,000                           85,000 
6 Electrical and SCADA control System LS                            1                   60,000                           60,000 
7 Emergency Generator LS                            1                   70,000                           70,000 

Subtotal 1,180,000                 
Contingencies @ 15% 175,000                      
Subtotal Opinion of Probable Construction Cost $1,355,000

DEVELOPMENT
Facilities Planning and Design 80,000                        
Design Survey 5,000                          
ROW and Easement Documents 3,000                          
Property Acquisition 40,000                        
Construction Phase Services 60,000                        
Subtotal Opinion of Probable Development Cost 188,000                     

TOTAL OPINION OF PROBABLE PROJECT COST $1,543,000

T:\Ridgeland\W11-072 WWW Facilities Plans\1 - Project Management\C - OPC's\RIDGELAND WATER OPC.xlsx 7/26/2013



WAGGONER ENGINEERING
PRELIMINARY OPINION OF PROBABLE COST

CITY OF RIDGELAND, MISSISSIPPI
WATER FACILITIES PLAN
WEI No. W011072.000
MAY 2013

COLONY PARK BOULEVARD WATER WELL
ITEM  UNIT TOTAL 
NO DESCRIPTION UNIT QUANTITY COST COST

CONSTRUCTION
1 Mobilization LS 1                          40,000                 40,000                        
2 Erosion Control LS 1                          5,000                    5,000                          
3 Test Well, 1,400‐feet deep, Complete with Water 

Sampling and Testing
LS                             1                    20,000                           20,000 

4 1,500 GPM Potable Water Supply Well, 1,200 ft deep 
complete with TV Inspection Discharge piping and 
Accessories

LS                             1                  900,000                         900,000 

5 Chemical Feed Equipment and Building LS                            1                   85,000                           85,000 
6 Electrical and SCADA control System LS                            1                   60,000                           60,000 
7 Emergency Generator LS                            1                   70,000                           70,000 

Subtotal 1,180,000                 
Contingencies @ 15% 175,000                      
Subtotal Opinion of Probable Construction Cost $1,355,000

DEVELOPMENT
Facilities Planning and Design 80,000                        
Design Survey 5,000                          
ROW and Easement Documents 3,000                          
Property Acquisition 40,000                        
Construction Phase Services 60,000                        
Subtotal Opinion of Probable Development Cost 188,000                     

TOTAL OPINION OF PROBABLE PROJECT COST $1,543,000

T:\Ridgeland\W11-072 WWW Facilities Plans\1 - Project Management\C - OPC's\RIDGELAND WATER OPC.xlsx 7/26/2013



WAGGONER ENGINEERING
PRELIMINARY OPINION OF PROBABLE COST

CITY OF RIDGELAND, MISSISSIPPI
WATER FACILITIES PLAN
WEI No. W011072.000
MAY 2013

COLONY PARK BOULEVARD ELEVATED TANK
ITEM  UNIT TOTAL 
NO DESCRIPTION UNIT QUANTITY COST COST

CONSTRUCTION
1 Mobilization‐Demobilization LS 1                          100,000               100,000                      
2 12" C900 PVC Water Main LF 500                      24                         12,000                        
3 12" Gate Valve and Box EA 2                          2,200                    4,400                          
4 Ductile Iron Fittings LB 750                      5                           3,750                          
5 1,000,000 Gallon Elevated Tank LS 1                          2,000,000            2,000,000                  
6 Electrical and SCADA control System LS                            1                   50,000                           50,000 

Subtotal 2,170,150                 
Contingencies @ 15% 329,850                      
Subtotal Opinion of Probable Construction Cost $2,500,000

DEVELOPMENT
Facilities Planning and Design 120,000                      
Design Survey 5,000                          
Property Acquisition (Included in Well Project)
Construction Phase Services 100,000                      
Subtotal Opinion of Probable Development Cost 225,000                     

TOTAL OPINION OF PROBABLE PROJECT COST $2,725,000

T:\Ridgeland\W11-072 WWW Facilities Plans\1 - Project Management\C - OPC's\RIDGELAND WATER OPC.xlsx 7/26/2013



WAGGONER ENGINEERING
PRELIMINARY OPINION OF PROBABLE COST

CITY OF RIDGELAND, MISSISSIPPI
WATER FACILITIES PLAN
WEI No. W011072.000
MAY 2013

HIGHLAND COLONY BOULEVARD ELEVATED TANK
ITEM  UNIT TOTAL 
NO DESCRIPTION UNIT QUANTITY COST COST

CONSTRUCTION
1 Mobilization‐Demobilization LS 1                          100,000               100,000                      
2 12" C900 PVC Water Main LF 500                      24                         12,000                        
3 12" Gate Valve and Box EA 2                          2,200                    4,400                          
4 Ductile Iron Fittings LB 750                      5                           3,750                          
5 1,000,000 Gallon Elevated Tank LS 1                          2,000,000            2,000,000                  
6 Electrical and SCADA control System LS                            1                   50,000                           50,000 

Subtotal 2,170,150                 
Contingencies @ 15% 329,850                      
Subtotal Opinion of Probable Construction Cost $2,500,000

DEVELOPMENT
Facilities Planning and Design 120,000                      
Design Survey 5,000                          
Property Acquisition (Included in Well Project)
Construction Phase Services 100,000                      
Subtotal Opinion of Probable Development Cost 225,000                     

TOTAL OPINION OF PROBABLE PROJECT COST $2,725,000

T:\Ridgeland\W11-072 WWW Facilities Plans\1 - Project Management\C - OPC's\RIDGELAND WATER OPC.xlsx 7/26/2013



WAGGONER ENGINEERING
PRELIMINARY OPINION OF PROBABLE COST

CITY OF RIDGELAND, MISSISSIPPI
WATER FACILITIES PLAN
WEI No. W011072.000
MAY 2013

OLDE TOWNE 12" WATER LINE IMPROVEMENTS
ITEM  UNIT TOTAL 
NO DESCRIPTION UNIT QUANTITY COST COST

CONSTRUCTION
1 Mobilization LS 1                          60,000                 60,000                        
2 Maintenance of Traffic LS 1                          30,000                 30,000                        
3 Erosion Control  (Temporary Silt Fence and Erosion 

Checks)
LS                             1                    50,000                           50,000 

4 Seeding, Sodding, Fertilizing, and Mulching AC 10                        1,500                    15,000                        
5 Clearing and Grubbing AC 10                        5,000                    50,000                        
6 Select Bedding CY 1,000                   20                         20,000                        
7 Select Backfill CY 1,000                   12                         12,000                        
8 12" C900 PVC Water Main LF 11,200                24                         268,800                      
9 6" C900 PVC Fire Hydrant Legs LF 800                      15                         12,000                        
10 24" Steel Casing , Bored LF 1,000                   160                       160,000                      
11 12" Water Main Unencased Bore LF 600                      85                         51,000                        
12 3/4" Service Line Unencased Bore LF 100                      14                         1,400                          
13 12" Gate Valve and Box EA 8                          1,800                    14,400                        
14 Connection to Existing Water Main EA 4                          1,500                    6,000                          
15 3‐Way Fire Hydrant Assembly w/ 6" Valve, 

3'‐0" Bury
EA                           26                      2,500                           65,000 

16 3/4" HDPE Service Line LF 200                      6                           1,200                          
17 3/4" Service Assembly Reconnection EA 10                        400                       4,000                          
18 Ductile Iron Fittings LB 11,000                5                           55,000                        
19 Asphalt Repair TN 1,540                   100                       154,000                      

Subtotal 1,029,800                 
Contingencies @ 15% 157,200                      
Subtotal Opinion of Probable Construction Cost $1,187,000

DEVELOPMENT
Facilities Planning and Design 90,000                        
Design Survey 67,400                        
ROW and Easement Documents 36,000                        
Property Acquisition 77,600                        
Construction Phase Services 70,000                        
Subtotal Opinion of Probable Development Cost 341,000                     

TOTAL OPINION OF PROBABLE PROJECT COST $1,528,000

T:\Ridgeland\W11-072 WWW Facilities Plans\1 - Project Management\C - OPC's\RIDGELAND WATER OPC.xlsx 7/26/2013



WAGGONER ENGINEERING
PRELIMINARY OPINION OF PROBABLE COST

CITY OF RIDGELAND, MISSISSIPPI
WATER FACILITIES PLAN
WEI No. W011072.000
MAY 2013

MISCELLANEOUS 12" WATER LINE IMPROVEMENTS
ITEM  UNIT TOTAL 
NO DESCRIPTION UNIT QUANTITY COST COST

CONSTRUCTION
1 Mobilization LS 1                          100,000               100,000                      
2 Maintenance of Traffic LS 1                          30,000                 30,000                        
3 Erosion Control  (Temporary Silt Fence and Erosion 

Checks)
LS                             1                  100,000                         100,000 

4 Seeding, Sodding, Fertilizing, and Mulching AC 15                        1,500                    22,500                        
5 Clearing and Grubbing AC 15                        5,000                    75,000                        
6 Select Bedding CY 3,000                   20                         60,000                        
7 Select Backfill CY 3,000                   12                         36,000                        
8 12" C900 PVC Water Main LF 30,000                24                         720,000                      
9 6" C900 PVC Fire Hydrant Legs LF 2,000                   15                         30,000                        
10 24" Steel Casing , Bored LF 800                      160                       128,000                      
11 12" Water Main Unencased Bore LF 500                      85                         42,500                        
12 3/4" Service Line Unencased Bore LF 300                      14                         4,200                          
13 12" Gate Valve and Box EA 20                        1,800                    36,000                        
14 Connection to Existing Water Main EA 14                        1,500                    21,000                        

15
3‐Way Fire Hydrant Assembly w/ 6" Valve, 
3'‐0" Bury

EA                           55                      2,500                         137,500 

16 3/4" HDPE Service Line LF 500                      6                           3,000                          
17 3/4" Service Assembly Reconnection EA 25                        400                       10,000                        
18 Ductile Iron Fittings LB 25,000                5                           125,000                      
19 Asphalt Repair TN 4,125                   100                       412,500                      

Subtotal 1,680,700                 
Contingencies @ 15% 254,300                      
Subtotal Opinion of Probable Construction Cost $1,935,000

DEVELOPMENT
Facilities Planning and Design 130,000                      
Design Survey 150,000                      
ROW and Easement Documents 90,000                        
Property Acquisition 207,000                      
Construction Phase Services 100,000                      
Subtotal Opinion of Probable Development Cost 677,000                     

TOTAL OPINION OF PROBABLE PROJECT COST $2,612,000

T:\Ridgeland\W11-072 WWW Facilities Plans\1 - Project Management\C - OPC's\RIDGELAND WATER OPC.xlsx 7/26/2013



WAGGONER ENGINEERING
PRELIMINARY OPINION OF PROBABLE COST

CITY OF RIDGELAND, MISSISSIPPI
WATER FACILITIES PLAN
WEI No. W011072.000
MAY 2013

HARDY ROAD ELEVATED TANK
ITEM  UNIT TOTAL 
NO DESCRIPTION UNIT QUANTITY COST COST

CONSTRUCTION
1 Mobilization‐Demobilization LS 1                          100,000               100,000                      
2 12" C900 PVC Water Main LF 500                      24                         12,000                        
3 12" Gate Valve and Box EA 2                          2,200                    4,400                          
4 Ductile Iron Fittings LB 750                      5                           3,750                          
5 1,000,000 Gallon Elevated Tank LS 1                          2,000,000            2,000,000                  
6 Electrical and SCADA control System LS                            1                   50,000                           50,000 

Subtotal 2,170,150                 
Contingencies @ 15% 329,850                      
Subtotal Opinion of Probable Construction Cost $2,500,000

DEVELOPMENT
Facilities Planning and Design 120,000                      
Design Survey 5,000                          
Property Acquisition (NA)
Construction Phase Services 100,000                      
Subtotal Opinion of Probable Development Cost 225,000                     

TOTAL OPINION OF PROBABLE PROJECT COST $2,725,000

T:\Ridgeland\W11-072 WWW Facilities Plans\1 - Project Management\C - OPC's\RIDGELAND WATER OPC.xlsx 7/26/2013































GRINER DRILLING SERVICE, INC.
TELEPHONE 736-6347

P. O. DRAWER 825
COLUMBIA, MS 39429

LOG FORM
NAME City of Ridgeland
LOCATION North Livingston Road

ENGINEER Waqqoner/Charles King, PE
DRILLER Billy Hibley
COMPLETED June 20 10 ACCEPTED-SALES ENGINEER Perry Bridges
FIELD SUPERVISOR Frankie Sistrunk

WELL DATA
100' Size surface casing 24

No. Sacks 100 Size drilled hole 21
1480' Size well casing 16 Type Steel
1070' Cemented Superior No. of sacks 812

15" Length underreamed hole 150'
Type Munipak Mfg. by Johnson

304 Stainless Length screen 130'
Lap pipe length 82' Type Steel Coated

No. yards 7 Distance to lap 1018'
1100' Distance to gravel 1025'

1230' Type bottom 2 backwash
RL Collar Static water level 426'

Length surface casing
Cemented yes
Depth drilled hole
Length well casing
Size underreamed hole
Size screen 10.75"
Slot size
Lap pipe size 10.75"
Type gravel 10-30
Distance to screen top
Distance to screen bottom
Connection top of lap

PUMP DATA
Type Turbine Make Goulds Serial No.

---...,...,...,.-~-

Size bowls ~No. stages _9_Curve No. RJLC Length bowls 122.88"
Length column 530' Size column 10" Type column TC Coated
Size oil tube 3" Size shaft 1 15/16" Length suction 20'
Size suction 10" Size discharge 12" Head No. A
Overall pump length 562.7' Length headshaft 10'
Type lubrication Oil Type oiler sloenoid Length air line 530'
Rated capacity 1600 GPM Total head 660'
RPM 1760 Size foundation 3' X 3' Height 3'

ELECTRIC MOTOR DATA
Type Hollowshaft Make US Serial No.

----:-:-=::-:---
HP 350 Voltage 460 RPM 60 Frame 447TPA
Style WP-1 Phase Cycle 60 Amps 383
Height motor 48" Dia. base 16.5 Clutch bore 1 15/16" Clutch No. NRR
Top bearing No. Lower bearing No. Lubrication Oil/Grease

CONTROL PANEL
Make CSI--:-,--__::-::-::--:-::-cc...-----:::--_--:--

Catalog
Volts

----:--------:-::-=---
Fuse
Entrance disconnect



City of Ridgeland
Western Water System Improvents
North Livingson Road Water Well

2009
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16" CASING

Epoxy coated 1.0.

CEMENTED TO SURFACE
Halliburton Method

103/4" LAP PIPE
Epoxy Coated 1.0. & 0.0.

1070' BOTTOM OF CASING

1100' TOP OF SCREEN....-------

10 3/4" SCREEN
.020" slot 16-30 gravel

130'

1230' BOTTOM OF SCREEN

10' STINGER & BACKWASH VAL\



Bill Oakley, Consulting Hydrologist, Inc.
210 Booker Road

Brandon, MS 39042
Phone 601-939-4385 Fax 601-939-0385

February 20, 2009

Perry Bridges
Griner Drilling Service, Inc.
P.O. Box 825
Columbia, MS 39429

RE: City of Ridgeland Test Hole Livingston Road

Dear Perry:

The electric log for the Ridgeland test hole completed on February 18, 2009 has been
reviewed and the following comments are presented.

The test hole was logged to 1,468 feet below ground level. The two primary fresh water
bearing units are the Cockfield Formation from 560 to 880 feet and the Sparta Sand from
1,030 to 1,468 feet. The Cook Mountain confining unit from 880 to 1,030 feet separates
the Cockfield from the deeper Sparta Sand aquifer.

The Cockfield and Sparta aquifers are principal sources of water supply in Hinds,
Madison and Rankin Counties, most from the Sparta aquifer.

The Sparta is generally the most productive and the quality of water usually exceeds that
from the Cockfield. The log showed thick clean sands in the Sparta interval from 1,080
to 1,250 feet. Other sand in the Sparta was indicated from 1,360 to 1,408 feet and near
the base of the Sparta Sand from 1,430 to 1,460 feet.

Bear Creek Water Association operates a well (Livingston Road, Sec. 10, T7N, R1E)
north of the test hole site. The well appears to be screened in the Ridgeland test hole
interval from 1,080 to 1,250 feet. The quality of water from the Bear Creek well is
excellent. Analytical results showed color of 20 units. Color is normally higher in the
Cockfield Formation and is generally the only water quality concerns in either water
bearing unit.

In summary, the test hole information looks favorable for constructing a 1,500 gallon per
minute (gpm) well in the Sparta aquifer. It is suggested that the 130 feet of screen as
specified be set from 1,100 to 1,230 feet the production well.



It is always recommended that a test well be constructed to verify the quality of water at
any new site. If you have any questions concerning the information presented, don't
hesitate to give me a call.

Sincerely,

Bill Oakley, RPG
Reg. No. 0433

















PHONE (601) 736-6347 FAX (601) 731-1853

1014 HIGHWAY 98 BYPASS

COLUMBIA, MS 39429

PUlVlPING TEST

DATE March 1 2010 FORlvlATION COUNTY Madison--------
WELL OBSERVED North Road OWNER City of Ridgeland

--'------''------------
WELL PUMPED North Livingston Road AVERAGE DISCHARGE 1616 GPM------------
RADIUS N/A PUMPON 7:00AM03·17·10 BY 10"x8"Orifice

M.P. 3' Above Ground Level PUMP OFF 7:00 PM 03·17·10 STATIC 424.79'

TAPE WATER
TIME T (MINS.) T (MINS.) HELD WETTED LEVEL PSI IN GPM

6:40 Static Level 425 +.08 425.08

6:50 Static Level 425 +.79 425.79

7:00 Pump On

7:01 1 485 +.21 485.21 72 27 1613

7:02 2 485 +.36 485.36 72 27 1613

7:03 3 485 +.51 485.51 72 27 1613

7:04 4 485 +.63 485.63 72 27 1613

7:05 5 486 +.24 486.24 72 27 1613

7:06 6 486 +.71 486.71 72 27 1613

7:07 7 487 +.18 487.18 72 27 1613

7:08 8 487 +.65 487.65 72 27 1613

7:09 9 487 +.91 487.91 72 27 1613

7:10 10 488 +.37 488.37 72 27 1613

7:12 12 488 +.71 488.71 72 27 1613

7:14 14 489 +.03 489.03 72 27 1613

7:16 16 489 +.46 489.46 72 27 1613

7:18 18 490 +.02 490.02 72 27 1613

7:20 20 i 490 +.10 490.10 72 27 1613

7:25 25 490 +.53 490.53 72 27 1613

OBSERVER PAGE 1------------



PHONE (601) 736-6347 - FAX (601) 731-1853

1014 HlGHWAY 98 BYPASS

COLUMBIA, MS 39429

PUlVIPING TEST

DATE March 1 2010 FORMATION COUNTY Madison--------
WELL OBSERVED North Road OWNER City of Ridgeland

-~----":'------------

WELL PUMPED North Livingston Road AVERAGE DISCHARGE 1616 GPM------------
RADIUS N/A PUMPON 7:00AM03-17-10 BY 10" x 8" Orifice

M.P. 3' Above Ground Level PUMP OFF 7:00 PM 03-17-10 STATIC 424.79'

TAPE WATER
TIME T (MINS.) T (MINS.) HELD WETTED LEVEL PSI IN GPM

7:30 30 491 +.07 491.07 72 27 1613

7:35 35 491 +.39 491.39 72 27 1613

7:40 40 491 +.72 491.72 72 27 1613

7:45 45 492 +.09 492.09 72 27 1613

7:50 50 492 +.23 492.23 72 27 1613

7:55 55 492 +.65 492.65 72 27 1613

8:00 60 492 +.86 492.86 72 27 1613

8:15 75 493 +.51 493.51 72 27 1613

8:30 90 493 +.78 493.78 72 27 1613

8:45 105 494 +.30 494.30 72 27 1613

9:00 120 494 +.60 494.60 72 27 1613

9:15 135 494 +.87 494.87 72 27 1613

9:30 150 494 +.98 494.98 72 27 1613

9:45 165 495 +.32 495.32 72 27 1613

10:00 180 495 +.49 495.49 72 27 1613

10:30 210 495 +.80 495.80 72 27 1613

11 :00 240 496 +.01 496.01 72 27 1613

i 11 :30 270 496 +.16 496.16 72 27 1613

12:00 300 496 +.22 496.22 72 27 1613

OBSERVER PAGE



PHONE ) 736-6347 - FAX (601) 731-1853
1014 HIGHWAY 98 BYPASS

COLUMBIA, MS 39429

PUMPING TEST

DATE March 1 2010 FORMATION COUNTY Madison--------
WELL OBSERVED North Livingston Road OWNER City of Ridgeland-..:..-_--"'------------
WELL PUMPED North Livingston Road AVERAGE DISCHARGE 1616 GPM------------
RADIUS N/A PUMPON 7:00AM03-17-10 BY 10"x8"Orifice

M.P. 3' Above Ground Level PUMP OFF 7:00 PM 03-17-10 STATIC 424.79'--------
TAPE WATER

TIME T (MINS.) T (MINS.) HELD WETTED LEVEL PSI IN GPM

12:30 330 496 +.72 496.72 72 27 1613

1:00 360 496 +.76 I 496.76 72 27 1613

1:30 390 496 +.85 496.85 72 27 1613

2:00 420 497 +.01 497.01 72 27 1613

3:00 480 497 +.25 497.25 72 27 1613

4:00 540 497 +.52 497.52 72 27 1613

5:00 600 497 +.57 497.57 72 27 1613

6:00 660 497 +.75 497.75 72 27 1613

7:00 720 497 +.89 497.89 72 27 1613

8:00 780 497 +.96 497.96 72 27 1613

9:00 840 498 +.04 498.04 72 27 1613

10:00 900 498 +.27 498.27 72 27 1613

11 :00 960 498 +.38 498.38 72 27 1613

12:00 1020 498 +.55 498.55 72 27 1613

1:00 1080 498 +.55 498.55 72 27 1613

2:00 1140 498 +.56 498.56 72 27 1613

3:00 1200 498 +.64 498.64 72 27 1613

4:00 1260 498 +.75 498.75 72 27 1613

5:00 1320 498 +.82 498.82 72 27 1613

OBSERVER PAGE 3 4..:;......:..:.....;..----------



PHONE (601) 736-6347 - FAX (601) 731-1853
1014 HIGHWAY 98 BYPASS

COLUMBIA, MS 39429

PUlVlPING TEST

DATE March 1 2010 FORMATION COUNTY Madison--------
WELL OBSERVED North Road OWNER City of Ridgeland

-~----"'-----------
WELL PUMPED North Road AVERAGE DISCHARGE 1616 GPM

--_---:::~------ ------------
RADIUS NtA PUMP ON 7:00 AM 03·17·10 BY 10" x 8" Orifice

M.P. 3' Above Ground Level PUMP OFF 7:00 PM 03·17·10 STATIC 424.79'

TAPE WATER
TIME T (MINS.) T (MINS.) HELD WETTED LEVEL PSI IN GPM

6:00 1380 498 +.87 498.87

7:00 1440 Pump Off 499 +.07 499.07

OBSERVER PAGE 4of4-----------
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Water Loss Calculations 2012 * Based on monthly combined information from flow meter readings at the wells and SCADA reports.
City of Ridgeland 05/21/13

CITY OF RIDGELAND SYSTEM (COR)

Well Name Amount Read Date Amount Read Date Amount Read Date Amount Read Date Amount Read Date Amount Read Date Amount Read Date Amount Read Date Amount Read Date Amount Read Date Amount Read Date Amount Read Date
School Street 9,113 October 17, 2011 1,279 November 16, 2011 4,913 December 15, 2011 5,708 January 17, 2012 3,966 February 15, 2012 7,662 March 15, 2012 15,829 April 16, 2012 18,209 May 15, 2012 27,274 June 18, 2012 19,749 July 16, 2012 21,375 August 15, 2012 21,186 September 17, 2012
Peach Orchard 22,605 October 17, 2011 23,452 November 16, 2011 19,614 December 15, 2011 18,292 January 17, 2012 20,010 February 15, 2012 9,841 March 15, 2012 11,452 April 16, 2012 12,889 May 15, 2012 19,385 June 18, 2012 14,284 July 16, 2012 17,534 August 15, 2012 17,244 September 17, 2012
Lake Harbor 22,741 October 17, 2011 23,683 November 16, 2011 20,382 December 15, 2011 20,086 January 17, 2012 9,534 February 15, 2012 10,504 March 15, 2012 12,769 April 16, 2012 11,675 May 15, 2012 21,292 June 18, 2012 15,268 July 16, 2012 17,223 August 15, 2012 15,080 September 17, 2012
Charity Church 6,604 October 17, 2011 5,280 November 16, 2011 2,336 December 15, 2011 24,029 January 17, 2012 9,691 February 15, 2012 11,660 March 15, 2012 8,913 April 16, 2012 13,187 May 15, 2012 13,077 June 18, 2012 16,580 July 16, 2012 18,948 August 15, 2012 17,675 September 17, 2012
Old Canton 11,187 October 17, 2011 9,624 November 16, 2011 4,228 December 15, 2011 7,108 January 17, 2012 13,473 February 15, 2012 11,415 March 15, 2012 15,489 April 16, 2012 17,374 May 15, 2012 21,388 June 18, 2012 28,620 July 16, 2012 33,248 August 15, 2012 32,156 September 17, 2012
Hardy Road 16,246 October 17, 2011 14,838 November 16, 2011 9,587 December 15, 2011 8,903 January 17, 2012 3,909 February 15, 2012 6,172 March 15, 2012 6,253 April 16, 2012 10,105 May 15, 2012 10,016 June 18, 2012 19,389 July 16, 2012 497 August 15, 2012 0 September 17, 2012
MONTHLY TOTAL
YEARLY TOTAL-TO-DATE

SPR-020-10-RESIDENTIAL
SPR-020-20-COMMERCIAL
SPR-020-99-NO CHARGE--CITY
WTR-010-10-RESIDENTIAL INSIDE
WTR-010-109-NO CHARGE--CITY SPRK
WTR-010-20-COMMERCIAL
WTR-010-30-RESIDENTIAL OUTSIDE
WTR-010-99-NO CHARGE--CITY
MONTHLY TOTAL
YEARLY TOTAL-TO-DATE

MONTHLY TOTAL
YEARLY TOTAL-TO-DATE

LIVINGSTON ROAD SYSTEM (LRWA)

Well Name Amount Read Date Amount Read Date Amount Read Date Amount Read Date Amount Read Date Amount Read Date Amount Read Date Amount Read Date Amount Read Date Amount Read Date Amount Read Date Amount Read Date
Walter Payton (Western) 27,789.0 October 17, 2011 28,365.0 November 16, 2011 26,220.0 December 15, 2011 32,774.0 January 17, 2012 32,986.0 February 15, 2012 32,038.0 March 15, 2012 35,525.0 April 16, 2012 32,429.0 May 15, 2012 39,766.0 June 18, 2012 35,038.0 July 16, 2012 36,765.0 August 15, 2012 34,840.0 September 17, 2012
Samuels Lane 35.0 October 17, 2011 59.0 November 16, 2011 0.0 December 15, 2011 0.0 January 17, 2012 0.0 February 15, 2012 0.0 March 15, 2012 0.0 April 16, 2012 0.0 May 15, 2012 0.0 June 18, 2012 0.0 July 16, 2012 0.0 August 15, 2012 0.0 September 17, 2012
MONTHLY TOTAL
YEARLY TOTAL-TO-DATE

BOOK 11-WTR-010-10-RESIDENTIAL INSIDE
BOOK 11-WTR-010-20-COMMERCIAL
MONTHLY TOTAL
YEARLY TOTAL-TO-DATE

MONTHLY TOTAL
YEARLY TOTAL-TO-DATE

MONTHLY TOTAL
YEARLY TOTAL-TO-DATE

MONTHLY TOTAL
YEARLY TOTAL-TO-DATE

MONTHLY TOTAL
YEARLY TOTAL-TO-DATE

T:\Ridgeland\W11-072 WWW Facilities Plans\2 - Planning Phase\C - Reports\Water Facilities Plan\Appendix\flow tests MDOH assessments\[Ridgeland Water Loss Report-FY2011-2012(af).xls]MASTER
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City of Ridgeland, FY 2011
Water Meter Readings 05/17/13

PWS #0450013 ‐ RESIDENTIAL PWS #0450009 ‐ RESIDENTIAL
From To Days Usage (Kgal) Daily (Kgal) From To Days Usage (Kgal) Daily (Kgal)

9/10/2010 10/10/2010 30 83,495                 2,783                   9/10/2010 10/10/2010 30 957                      32                       
10/10/2010 11/9/2010 30 74,343                 2,478                   10/10/2010 11/9/2010 30 992                      33                       
11/9/2010 12/9/2010 30 47,420                 1,581                   11/9/2010 12/9/2010 30 750                      25                       
12/9/2010 1/8/2011 30 46,283                 1,543                   12/9/2010 1/8/2011 30 765                      26                       
1/8/2011 2/7/2011 30 53,498                 1,783                   1/8/2011 2/7/2011 30 911                      30                       
2/7/2011 3/9/2011 30 45,120                 1,504                   2/7/2011 3/9/2011 30 804                      27                       
3/9/2011 4/8/2011 30 50,008                 1,667                   3/9/2011 4/8/2011 30 645                      22                       
4/8/2011 5/8/2011 30 51,454                 1,715                   4/8/2011 5/8/2011 30 723                      24                       
5/8/2011 6/7/2011 30 104,500              3,483                   5/8/2011 6/7/2011 30 1,345                   45                       
6/7/2011 7/7/2011 30 91,574                 3,052                   6/7/2011 7/7/2011 30 1,114                   37                       
7/7/2011 8/6/2011 30 68,757                 2,292                   7/7/2011 8/6/2011 30 845                      28                       
8/6/2011 9/6/2011 31 ‐                       8/6/2011 9/6/2011 31 ‐                      

PWS #0450013 ‐ COMMERCIAL PWS #0450009 ‐ COMMERCIAL
From To Days Usage (Kgal) Daily (Kgal) From To Days Usage (Kgal) Daily (Kgal)

9/10/2010 10/10/2010 30 50,005                 1,667                   9/10/2010 10/10/2010 30 45                        2                         
10/10/2010 11/9/2010 30 52,658                 1,755                   10/10/2010 11/9/2010 30 45                        2                         
11/9/2010 12/9/2010 30 30,346                 1,012                   11/9/2010 12/9/2010 30 39                        1                         
12/9/2010 1/8/2011 30 26,145                 872                      12/9/2010 1/8/2011 30 38                        1                         
1/8/2011 2/7/2011 30 29,338                 978                      1/8/2011 2/7/2011 30 90                        3                         
2/7/2011 3/9/2011 30 27,230                 908                      2/7/2011 3/9/2011 30 38                        1                         
3/9/2011 4/8/2011 30 30,760                 1,025                   3/9/2011 4/8/2011 30 36                        1                         
4/8/2011 5/8/2011 30 32,081                 1,069                   4/8/2011 5/8/2011 30 37                        1                         
5/8/2011 6/7/2011 30 53,738                 1,791                   5/8/2011 6/7/2011 30 65                        2                         
6/7/2011 7/7/2011 30 49,600                 1,653                   6/7/2011 7/7/2011 30 59                        2                         
7/7/2011 8/6/2011 30 47,200                 1,573                   7/7/2011 8/6/2011 30 45                        2                         
8/6/2011 9/6/2011 31 ‐                       8/6/2011 9/6/2011 31 ‐                      

PWS #0450013 ‐ NO CHARGE‐CITY PWS #0450009 ‐ TOTAL
From To Days Usage (Kgal) Daily (Kgal) From To Days Usage (Kgal) Daily (Kgal)

9/10/2010 10/10/2010 30 529                      18                        9/10/2010 10/10/2010 30 1,002                   33                       
10/10/2010 11/9/2010 30 564                      19                        10/10/2010 11/9/2010 30 1,037                   35                       
11/9/2010 12/9/2010 30 167                      6                          11/9/2010 12/9/2010 30 789                      26                       
12/9/2010 1/8/2011 30 156                      5                          12/9/2010 1/8/2011 30 803                      27                       
1/8/2011 2/7/2011 30 274                      9                          1/8/2011 2/7/2011 30 1,001                   33                       
2/7/2011 3/9/2011 30 133                      4                          2/7/2011 3/9/2011 30 842                      28                       
3/9/2011 4/8/2011 30 249                      8                          3/9/2011 4/8/2011 30 681                      23                       
4/8/2011 5/8/2011 30 269                      9                          4/8/2011 5/8/2011 30 760                      25                       
5/8/2011 6/7/2011 30 642                      21                        5/8/2011 6/7/2011 30 1,410                   47                       
6/7/2011 7/7/2011 30 351                      12                        6/7/2011 7/7/2011 30 1,173                   39                       
7/7/2011 8/6/2011 30 331                      11                        7/7/2011 8/6/2011 30 890                      30                       
8/6/2011 9/6/2011 31 ‐                       8/6/2011 9/6/2011 31 ‐                       ‐                      

PWS #0450013 ‐ TOTAL COMBINED PWS #0450013 & #450009 ‐ TOTAL

From To Days Usage (Kgal) Daily (Kgal) From To Days Usage (Kgal) Daily (Kgal)

% of 
Annual 
Total

9/10/2010 10/10/2010 30 134,029              4,468                   9/10/2010 10/10/2010 30 135,031              4,501                   12%
10/10/2010 11/9/2010 30 127,565              4,252                   10/10/2010 11/9/2010 30 128,602              4,287                   11%
11/9/2010 12/9/2010 30 77,933                 2,598                   11/9/2010 12/9/2010 30 78,722                 2,624                   7%
12/9/2010 1/8/2011 30 72,584                 2,419                   12/9/2010 1/8/2011 30 73,387                 2,446                   6%
1/8/2011 2/7/2011 30 83,110                 2,770                   1/8/2011 2/7/2011 30 84,111                 2,804                   7%
2/7/2011 3/9/2011 30 72,483                 2,416                   2/7/2011 3/9/2011 30 73,325                 2,444                   6%
3/9/2011 4/8/2011 30 81,017                 2,701                   3/9/2011 4/8/2011 30 81,698                 2,723                   7%
4/8/2011 5/8/2011 30 83,804                 2,793                   4/8/2011 5/8/2011 30 84,564                 2,819                   7%
5/8/2011 6/7/2011 30 158,880              5,296                   5/8/2011 6/7/2011 30 160,290              5,343                   14%
6/7/2011 7/7/2011 30 141,525              4,718                   6/7/2011 7/7/2011 30 142,698              4,757                   12%
7/7/2011 8/6/2011 30 116,288              3,876                   7/7/2011 8/6/2011 30 117,178              3,906                   10%
8/6/2011 9/6/2011 31 ‐                       ‐                       8/6/2011 9/6/2011 31 ‐                       ‐                       0%

Total 361 1,159,606          

Waggoner Engineering, Inc.T:\Ridgeland\W11‐072 WWW Facilities Plans\3 ‐ Design Phase\B ‐ Reports\CWB Desktop Files\[Ridgeland water 
sales.xls]Peak Month
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